
S1

NOTES

GENERAL 

PLANS AND

THE REINFORCEMENT AND TO SAMPLE AND TEST THE CONCRETE.
AGENCY APPROVED BY THE ENGINEER TO VERIFY PLACEMENT OF
THE CONTRACTOR SHALL EMPLOY AN INDEPENDENT INSPECTION H.

 
ENGINEER FOR REVIEW.
THE CONCRETE DESIGN MIX SHALL BE SUBMITTED TO THE G.

 
SUBMITTED TO THE ENGINEER FOR REVIEW. 
COMPLETE SHOP DRAWINGS DETAILING ALL REINFORCING SHALL BE F.

 
60.
ALL REINFORCING BARS SHALL CONFORM TO ASTM A615 GRADEE.

 
CONTAINING CALCIUM CHLORIDE SHALL BE PERMITTED.
BE 1", AND THE MAXIMUM SLUMP SHALL BE 4".  NO ADMIXTURES 
ENTRAINMENT OF 4%-6%.  THE MAXIMUM AGGREGATE SIZE SHALL 
ALL CONCRETE EXPOSED TO WEATHER SHALL HAVE AN AIR D.

 
UNLESS NOTED OTHERWISE.
MINIMUM COMPRESSIVE STRENGTH OF 4,000 PSI AT 28 DAYS
ALL CONCRETE SHALL BE STONE AGGREGATE CONCRETE HAVING A C.

 
ACI 347   GUIDE TO FORMWORK FOR CONCRETE.
ACI 306   COLD WEATHER CONCRETING.
ACI 305   HOT WEATHER CONCRETING.

 
FOLLOWING PUBLICATIONS:
THE CONCRETE SHALL CONFORM TO ALL PROVISIONS OF THE B.

 
STRUCTURAL CONCRETE" ACI 318.
ACI 301, AND TO THE "BUILDING CODE REQUIREMENTS FOR 
"SPECIFICATION FOR STRUCTURAL CONCRETE FOR BUILDINGS"
ALL CONCRETE WORK SHALL CONFORM TO THE PROVISIONS OF THE A.

 
CAST IN PLACE CONCRETE
 

2'-6" BELOW FINISH GRADE.
THE BOTTOM OF ALL EXTERIOR FOOTINGS SHALL BE A MINIMUM OF C.

 
DELETERIOUS MATTER.
DEBRIS, WASTE, FROZEN MATERIALS, VEGETATION AND OTHER 
OF ROCK OR GRAVEL LARGER THAN 2 INCHES IN ANY DIMENSION, 
CLASSIFICATION GROUPS GW, GP, GM, SW, SP, AND SM; FREE
SELECT FILL SHALL CONFORM TO ASTM D2487 SOIL B.

 
NOTIFY THE ENGINEER.
LESS THAN THE ASSUMED, THE CONTRACTOR SHALL IMMEDIATELY
BEARING PRESSURE.  SHOULD THE PRESSURE BE FOUND TO BE
CONTRACTORS RESPONSIBILITY TO VERIFY THE ASSUMED SOIL
BEARING PRESSURE OF 2000 PSF.  IT SHALL BE THE
ALL FOOTINGS HAVE BEEN DESIGNED FOR AN ASSUMED SOIL A.

 
FOUNDATIONS
 

-.18 AND +.18Cpi
BEXPOSURE
IIRISK CATEGORY
115 MPHBASIC WIND SPEED (3-SEC GUST)

WIND
 

1.2Ct
1.0I
1.0Ce
25 PSFPs
30 PSFPg

ROOF SNOW LOAD
 

10 PSFUNINHABITABLE ATTIC
20 PSFROOF
40 PSFSTAIRS
30 PSFSLEEPING ROOMS

LIVE LOADS
 

FRAMING IS AS FOLLOWS:
THE MINIMUM DESIGN SUPERIMPOSED LOADS FOR ALL NEW A.

 
DESIGN LIVE LOADS
 

INTERNATIONAL BUILDING CODE/2018.
ALL CONSTRUCTION SHALL CONFORM TO THE PROVISIONS OF THE A.

 
CODE
 
GENERAL NOTES

LEGAL MANOR.
REMOVE ALL DEBRIS FROM SITE PROMPTLY AND DISPOSE OF IN A B.

 
REMAIN.  DO NOT DISRUPT ANY EXISTING UTILITY SERVICES.
REPAIR DAMAGE TO ANY EXISTING CONSTRUCTION WHICH IS TOA.

 
DEMOLITION
 

OTHERWISE.
METAL CONNECTORS ARE BY SIMPSON STRONG TIE UNLESS NOTEDM.

 
PROVIDE BLOCKING AT ALL WALL JOINTS.
EACH PANEL AND 12" ON CENTER AT INTERMEDIATE SUPPORTS.
8D COMMON NAILS SPACED AT 6" ON CENTER AT PERIMETER OF
PLYWOOD WALL AND ROOF SHEATHING SHALL BE ANCHORED WITHL.

 
WOOD CONSTRUCTION AND ITS SUPPLEMENTS.
REQUIREMENTS OF THE NATIONAL DESIGN SPECIFICATION FOR
STRUCTURAL LUMBER AND CONNECTORS SHALL CONFORM TO THEK.

 
PLYWOOD ASSOCIATION.
FOR STRUCTURAL-USE PANELS PUBLISHED BY THE AMERICAN
SPECIFICATIONS AND THE PERFORMANCE STANDARDS AND POLICIES
PLYWOOD SHALL CONFORM TO THE PLYWOOD DESIGNJ.

 
8" ON CENTER STAGGERED.
NAILS AT 6" ON CENTER STAGGERED OR 30D COMMON NAILS AT 
MULTIPLE STUDS SHALL BE NAILED TOGETHER WITH 10D COMMONI.

MINIMUM OF 2 ROWS OF 16d NAILS AT 12" O/C.
MULTIPLE LVL BEAMS SHALL BE NAILED TOGETHER WITH A H.

 
E = 2,000,000 PSI
Fv = 285 PSI
Fb = 2,600 PSI

FOLLOWING MINIMUM PROPERTIES:
LAMINATED VENEER LUMBER (LVL) MEMBERS SHALL HAVE THE G.

 
ACCORDANCE WITH AWPA M4.
BETTER.  TREAT CUTS, HOLES AND OTHER PENETRATIONS IN
TREATMENT.  TREATED WOOD SHALL BE SOUTHERN PINE #2 OR
MASONRY SHALL RECEIVE A PRESSURE INJECTED PRESERVATIVE
ALL EXTERIOR WOOD FRAMING AND WOOD IN CONTACT WITHF.

HOT DIP GALVANIZED IN ACCORDANCE WITH ASTM A153.
G185.  FASTENERS IN CONTACT WITH TREATED WOOD SHALL BE
LUMBER SHALL BE GALVANIZED IN ACCORDANCE WITH ASTM A653
DESIGNATION EXCEPT CONNECTORS IN CONTACT WITH TREATED
GALVANIZED IN ACCORDANCE WITH ASTM A653 G60 COATING
ALL METAL CONNECTORS USED AT THE EXTERIOR SHALL BE E.

 
BUILDING CODE/2015.
FASTENING SCHEDULE CONTAINED IN THE INTERNATIONAL
NAILING OF ALL FRAMING SHALL MEET THE RECOMMENDEDD.

 
O/C.
TOGETHER WITH A MINIMUM OF 2 ROWS OF 16d NAILS AT 12"
WOOD BEAMS MADE OF 3 OR MORE 2X'S SHALL BE NAILEDC.

 
WITH 10d NAILS AT 16" ON CENTER.
ALL DOUBLE JOISTS OR RAFTERS SHALL BE SPIKED TOGETHERB.

GRADE (19% MAXIMUM MOISTURE CONTENT IN USE OR BETTER).
OTHERWISE.  ALL WOOD STUDS SHALL BE SPRUCE PINE FIR STUD
MOISTURE CONTENT IN USE OR BETTER) UNLESS NOTED
ALL WOOD FRAMING SHALL BE HEM FIR #2 (19% MAXIMUM A.

 
WOOD FRAMING
 

FOR REVIEW.
SIZE, COLOR, TEXTURE AND STRENGTH.  SUBMIT TO ENGINEER
NEW BRICK SHALL MATCH THE EXISTING HISTORIC BRICK IN 
SALVAGE THE EXISTING BRICK TO THE GREATEST EXTENT POSSIBLE.C.

 
AND STRENGTH.  SUBMIT TO ENGINEER FOR REVIEW.
MATCH THE EXISTING HISTORIC MORTAR IN SIZE, COLOR, TEXTURE 
MORTAR AND DETERMINE ITS COMPOSITION.  NEW MORTAR SHALL 
OWNER TO RETAIN AN INSPECTION AGENCY TO TEST THE EXISTING B.

 
PUBLISHED BY THE MASONRY SOCIETY.
SPECIFICATIONS FOR MASONRY STRUCTURES (TMS 402-16)",
REQUIREMENTS OF "BUILDING CODE REQUIREMENTS AND
MASONRY CONSTRUCTION AND MATERIALS SHALL CONFORM TO ALL A.

 
MASONRY
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1

S2

SCALE: 1/4"=1'-0"

1

S1

NORTHFOUNDATION AND FIRST FLOOR FRAMING PLAN

614

612

3

S2

SLAB AT POSTS

REMOVE EXISTING CONCRETE 
4X4 POSTS

REMOVE EXISTING 

(TYPICAL)

CONCRETE FOOTING 

REMOVE EXISTING 

AND REPOINT

REPAIR EXISTING BRICK

 

GB-1

GB-1

GB-2

4
" 

T
Y
P
.

 2

 2

RAISE

SECTIONS (TYP.)

IN 3'-0" MAXIMUM

FOUNDATION WALLS 

UNDERPIN EXISTING 

BEAM

END OF GRADE

4-#4 AT EACH

3

THE BOTTOM OF UNDERPINNING AT THE EAST AND WEST WALLS.
STEP UNDERPINNING AT THE NORTH WALL AS REQUIRED TO MATCH3.

BRICK.
THE NEW GRADE BEAM.  REBUILD THE WALL WITH THE EXISTING  
REMOVE THE EXISTING FOUNDATION WALL AS REQUIRED TO INSTALL2.

 
PROTECT EXISTING FLOOR JOISTS.1.

OWNER.

NEW WOOD STEPS BY

REMOVE EXISTING STEPS.

DEFERRED (TYPICAL)

AT CHIMNEY SHALL BE

ALL NEW BRICK WORK 

SCALE: 1/4"=1'-0"

2

S1

NORTH

1

S2

TO EXISTING JOIST

EXISTING 2X8 SPIKED

3

S2

612
614

SECOND FLOOR FRAMING PLAN

PLYWOOD SHORING BEAMS

REMOVE EXISTING 3-3/4" 

SHORING

AND L3X3X.25 FIBERGLASS 

REMOVE EXISTING 2-2X6 

SHORING

AND L3X3X.25 FIBERGLASS 

REMOVE EXISTING 2-2X6 

4X4 WOOD POST

REMOVE EXISTING 

4X4 WOOD POST

REMOVE EXISTING 

SHORING (TYPICAL)

FIBERGLASS TUBE POST

REMOVE EXISTING 4"X4"X.25" 

 6

EXISTING KNEE WALL ABOVE

EXISTING WINDOW

TO EXISTING JOIST

REMOVE EXISTING 2X4 SPIKED 

 2

1 3/4"X7 1/4" LVL

2-1 3/4"X7 1/4" LVL

EXISTING DOOR

7

4

4

EX. 3"X5 1/2" DEEP JOIST (TYP.)

EXISTING 2 5/8"X3" STUD TYPICAL

RAISE

SHORE STUD WALLS AS REQUIRED TO JACK FLOOR.5.

THE CORRECT ELEVATION.
TO JACKING THE FLOOR.  REINSTALL AFTER FLOOR IS LEVEL AND AT 
REMOVE THE EXISTING WINDOWS, DOORS AND DOOR FRAMES PRIOR 4.

 
FLOOR.
REMOVE MINIMUM SHEATHING AND PLASTER AS REQUIRED TO JACK 3.

 
JOISTS UNLESS SHOWN OTHERWISE IN PLAN.
PROVIDE NEW 1 3/4"X7 1/4" LVL EACH SIDE OF EXISTING FLOOR2.

 
BE APA RATED EXPOSURE 1, 23/32" 40/20 PLYWOOD.
PROVIDE NEW WALL SHEATHING WHERE REQUIRED.  SHEATHING SHALL 1.

 9

AT ORIGINAL LOCATION

PROVIDE 2-2X4 STUDS

REMOVE EXISTING TEMPORARY DOOR

STUD TO MATCH DEPTH OF EXISTING STUD.
SPIKE NEW 2X4 STUD TO EXISTING DAMAGED STUDS.  CUT NEW10.

EXISTING ELEMENTS TO MATCH ORIGINAL.
TO RAISE THE FLOOR.  PROTECT MATERIALS AND REBUILD WITH 
REMOVE EXISTING CLOSET AND STAIR ELEMENTS ONLY AS REQUIRED9.

PROTECT EXISTING FLOOR JOISTS.8.

ELEVATION.  SUBMIT PLAN TO ENGINEER FOR REVIEW.
RAISE SOUTH WALL AS UNIT INCLUDING BRICK INFILL TO ORIGINAL 7.

SUBMIT JACKING PLAN TO THE ENGINEER FOR REVIEW.
ELEVATION TAKING CARE TO PROTECT FLOOR.  CONTRACTOR SHALL 
JACK THE EXISTING FLOOR AND NEW FLOOR JOISTS TO THE ORIGINAL 6.

10

SCALE: 1/4"=1'-0"

3

S1

NORTH

1

S2

 1

ROOF FRAMING PLAN

EXISTING KNEE WALL

612

614

EXISTING DORMERS

REPAIR AND WATERPROOF

SHORING

AND L3X3X.25 FIBERGLASS 

REMOVE EXISTING 2-2X6

SHORING

AND L3X3X.25 FIBERGLASS 

REMOVE EXISTING 2-2X6

BROKEN RAFTER

REMOVE EXISTING 

SHORING (TYPICAL)

FIBERGLASS TUBE POST 

REMOVE EXISTING 3"X3"X.25" 

EXISTING KNEE WALL

2
-
2

X
4

HIGH ROOF

REMOVE EXISTING 

EXISTING TEMPORARY ROOF

APA RATED EXPOSURE 1, 23/32" 40/20 PLYWOOD.
PROVIDE NEW ROOF DECK WHERE REQUIRED.  ROOF DECK SHALL BE 2.

 
REMOVE EXISTING SHINGLES.1.

2
X
4

2
X
4

TEMPORARY ROOF

REMOVE EXISTING 

CEILING JOIST (TYPICAL)

RAFTER WITH 1"X7" DEEP 

EXISTING 2 5/8"X3" DEEP 

RAISE

DORMER

REMOVE EXISTING 

DORMER

REMOVE EXISTING 

2X4

2X4

2
X
4

TUBE POST SHORING (TYPICAL)

REMOVE EXISTING 3"X3"X.25" FIBERGLASS 

SHALL BE DEFERRED.

WOOD FRAMING AT CHIMNEY 

ALL NEW BRICK WORK AND 



S1

NOTES

GENERAL

DETAILS, &

SECTION, 

PLANS, 

EXHIBITS DISTRESS OR FAILURE.
AND ADVISE THE ENGINEER OF ANY AREAS WHERE THE STRUCTURE 
THE EXISTING BUILDING DURING THE COURSE OF CONSTRUCTION
IT SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO EXAMINEB.

 
RESPONSIBILITY OF THE CONTRACTOR.
METHOD USED FOR SHORING AND NEEDLING SHALL BE THE 
SHORING, NEEDLING, AND UNDERPINNING.  THE CAPACITY AND 
EXISTING STRUCTURE TO DETERMINE THE EXTENT OF NECESSARY 
EXISTING STRUCTURE.  THE CONTRACTOR SHALL EXAMINE THE 
BRACING AS REQUIRED TO MAINTAIN THE STABILITY OF THE 
THE CONTRACTOR SHALL PROVIDE ALL SHORING, NEEDLING, AND A.

 
GENERAL
 

OTHERWISE.
METAL CONNECTORS ARE BY SIMPSON STRONG TIE UNLESS NOTEDU.

 
PANEL TO OCCUR AT THE SAME MEMBER.
THE HORIZONTAL EDGE NAILING OF BOTH THE UPPER AND LOWER
OCCUR OVER BLOCKING, PLATES OR RIBBON BOARDS TO PERMIT
ALL HORIZONTAL JOINTS IN EXTERIOR WALL SHEATHING SHALLT.

 
PROVIDE BLOCKING AT ALL WALL JOINTS.
EACH PANEL AND 12" ON CENTER AT INTERMEDIATE SUPPORTS.
8D COMMON NAILS SPACED AT 6" ON CENTER AT PERIMETER OF
PLYWOOD WALL AND ROOF SHEATHING SHALL BE ANCHORED WITHS.

 
WOOD CONSTRUCTION AND ITS SUPPLEMENTS.
REQUIREMENTS OF THE NATIONAL DESIGN SPECIFICATION FOR
STRUCTURAL LUMBER AND CONNECTORS SHALL CONFORM TO THER.

 
PLYWOOD ASSOCIATION.
FOR STRUCTURAL-USE PANELS PUBLISHED BY THE AMERICAN
SPECIFICATIONS AND THE PERFORMANCE STANDARDS AND POLICIES
PLYWOOD SHALL CONFORM TO THE PLYWOOD DESIGNQ.

 
ON CENTER STAGGERED.
NAILS AT 6" ON CENTER STAGGERED OR 30D COMMON NAILS AT 8"
MULTIPLE STUDS SHALL BE NAILED TOGETHER WITH 10D COMMONP.

 
MINIMUM OF 2 ROWS OF 16d NAILS AT 12" O/C.
MULTIPLE LVL BEAMS SHALL BE NAILED TOGETHER WITH A O.

 
2,000,000 PSI=E
285 PSI=Fv
2,600 PSI=Fb

FOLLOWING MINIMUM PROPERTIES:
LAMINATED VENEER LUMBER (LVL) MEMBERS SHALL HAVE THE N.

 
ACCORDANCE WITH AWPA M4.
BETTER.  TREAT CUTS, HOLES AND OTHER PENETRATIONS IN
TREATMENT.  TREATED WOOD SHALL BE SOUTHERN PINE #2 OR
MASONRY SHALL RECEIVE A PRESSURE INJECTED PRESERVATIVE
ALL EXTERIOR WOOD FRAMING AND WOOD IN CONTACT WITHM.

HOT DIP GALVANIZED IN ACCORDANCE WITH ASTM A153.
G185.  FASTENERS IN CONTACT WITH TREATED WOOD SHALL BE
LUMBER SHALL BE GALVANIZED IN ACCORDANCE WITH ASTM A653
DESIGNATION EXCEPT CONNECTORS IN CONTACT WITH TREATED
GALVANIZED IN ACCORDANCE WITH ASTM A653 G60 COATING
ALL METAL CONNECTORS USED AT THE EXTERIOR SHALL BE L.

PROVIDE A CONTINUOUS TIE BETWEEN THE ROOF AND FOUNDATION.
OVER BLOCKING, RIBBON BOARDS OR PLATES AS REQUIRED TO 
15/32"-24/0 PLYWOOD.  ALL HORIZONTAL JOINTS SHALL OCCUR
EXTERIOR WALL SHEATHING SHALL BE APA RATED EXPOSURE 1,K.

 
BUILDING CODE/2015.
FASTENING SCHEDULE CONTAINED IN THE INTERNATIONAL
NAILING OF ALL FRAMING SHALL MEET THE RECOMMENDEDJ.

O/C.
TOGETHER WITH A MINIMUM OF 2 ROWS OF 16d NAILS AT 12"
WOOD BEAMS MADE OF 3 OR MORE 2X'S SHALL BE NAILEDI.

WITH 10d NAILS AT 16" ON CENTER.
ALL DOUBLE JOISTS OR HEADERS SHALL BE SPIKED TOGETHERH.

 
NOTED OTHERWISE.
PROVIDE 3" MINIMUM BEARING FOR JOISTS AND BEAMS UNLESS G.

 
FRAMING TO THE TOP OF MASONRY FOUNDATION WALLS.
BENEATH BEAMS AND LINTELS THROUGH ANY INTERMEDIATE FLOOR 
BLOCKING AS REQUIRED TO CARRY MULTIPLE STUDS AND POSTS 
LINTELS UNLESS NOTED OTHERWISE IN PLAN.  PROVIDE SOLID 
OPENINGS, WINDOWS AND DOORS, AND BENEATH ALL BEAMS AND 
PROVIDE DOUBLE STUDS MINIMUM AT ALL CORNERS, SIDES OF ALL F.

 
EDGES PARALLEL TO SPAN WHICH ARE NOT TONGUE AND GROOVE.
PROVIDE PLY CLIPS AT CENTERLINE OF PLYWOOD SPAN AT ALL E.

 
MID-HEIGHT OF STUD WALLS.
PROVIDE A MINIMUM OF ONE ROW OF SOLID BRIDGING AT THED.

 
OVER 15'-0"-2 ROWS AT THIRD POINTS
8'-0" TO 15'-0"- 1 ROW AT MIDSPAN

 
FOLLOWING:
BEARINGS.  PROVIDE BRIDGING BETWEEN FLOOR JOISTS PER THE 
PROVIDE SOLID BRIDGING BETWEEN ALL JOISTS OR RAFTERS AT C.

 
HANGERS RESPECTIVELY.
BEAMS OR HEADERS SHALL BE CONNECTED USING JOIST OR BEAM
ALL JOISTS, RAFTERS OR BEAMS FRAMING INTO THE SIDE OFB.

 
GRADE (19% MAXIMUM MOISTURE CONTENT IN USE OR BETTER).
OTHERWISE.  ALL WOOD STUDS SHALL BE SPRUCE PINE FIR STUD
MOISTURE CONTENT IN USE OR BETTER) UNLESS NOTED
ALL WOOD FRAMING SHALL BE HEM FIR #2 (19% MAXIMUM A.

 
WOOD FRAMING

WALL.
A 2" HOOK AND EMBED BOLTS 15" MINIMUM INTO THE TOP OF THE
NOTED. PROVIDE A MINIMUM OF 2 ANCHORS PER PLATE.  PROVIDE 
DIAMETER ANCHOR BOLTS AT 4'-0" ON CENTER UNLESS OTHERWISE 
ANCHOR WOOD PLATES TO THE TOP OF MASONRY WALLS WITH 1/2" G.

FOR ALL FACE SHELLS.
CONSTRUCTION AS REQUIRED TO PROVIDE CONTINUOUS BEARING
DIRECTLY BELOW OR ABOVE ALL CHANGES IN WALL THICKNESS OR 
PROVIDE SOLID BLOCK OR FILL WALL SOLID WITH GROUTF.

 
UNLESS OTHERWISE NOTED.  LAP REINFORCING 8" MINIMUM.
JOINT REINFORCEMENT SPACED VERTICALLY AT 16" ON CENTER
ALL MASONRY WALLS SHALL BE REINFORCED WITH HORIZONTALE.

 
SHALL BE USED.
GROUT SHALL CONFORM TO ASTM C-476.  NO CALCIUM CHLORIDE D.

 
CHLORIDE SHALL BE USED.
MORTAR SHALL CONFORM TO ASTM C-270, TYPE S.  NO CALCIUM C.

 
BLOCK SHALL CONFORM TO ASTM C-90.B.

 
AMERICAN CONCRETE INSTITUTE.
(ACI 530.1-05/ASCE 6-05/TMS 602-05)", PUBLISHED BY THE
REQUIREMENTS OF "SPECIFICATIONS FOR MASONRY STRUCTURES 
MASONRY CONSTRUCTION AND MATERIALS SHALL CONFORM TO ALL A.

 
MASONRY
 

60.
ALL REINFORCING BARS SHALL CONFORM TO ASTM A-615 GRADED.

 
CONTAINING CALCIUM CHLORIDE SHALL BE PERMITTED.
BE 1", AND THE MAXIMUM SLUMP SHALL BE 4".  NO ADMIXTURES
ENTRAINMENT OF 4%-6%.  THE MAXIMUM AGGREGATE SIZE SHALL 
ALL CONCRETE EXPOSED TO WEATHER SHALL HAVE AN AIR C.

 
UNLESS NOTED OTHERWISE.
MINIMUM COMPRESSIVE STRENGTH OF 3,000 PSI AT 28 DAYS
ALL CONCRETE SHALL BE STONE AGGREGATE CONCRETE HAVING A B.

 
STRUCTURAL CONCRETE" ACI 318.
ACI 301, AND TO THE "BUILDING CODE REQUIREMENTS FOR 
"SPECIFICATION FOR STRUCTURAL CONCRETE FOR BUILDINGS"
ALL CONCRETE WORK SHALL CONFORM TO THE PROVISIONS OF THE A.

 
CAST IN PLACE CONCRETE

2'-6" BELOW FINISH GRADE.
THE BOTTOM OF ALL EXTERIOR FOOTINGS SHALL BE A MINIMUM OF C.

 
DELETERIOUS MATTER.
DEBRIS, WASTE, FROZEN MATERIALS, VEGETATION AND OTHER 
OF ROCK OR GRAVEL LARGER THAN 2 INCHES IN ANY DIMENSION, 
CLASSIFICATION GROUPS GW, GP, GM, SW, SP, AND SM; FREE
SELECT FILL SHALL CONFORM TO ASTM D 2487 SOIL B.

 
NOTIFY THE ARCHITECT.
LESS THAN THE ASSUMED, THE CONTRACTOR SHALL IMMEDIATELY
BEARING PRESSURE.  SHOULD THE PRESSURE BE FOUND TO BE
CONTRACTORS RESPONSIBILITY TO VERIFY THE ASSUMED SOIL
BEARING PRESSURE OF 2000 PSF.  IT SHALL BE THE
ALL FOOTINGS HAVE BEEN DESIGNED FOR AN ASSUMED SOIL A.

 
FOUNDATIONS

-.18 AND +.18Cpi
BEXPOSURE
IIRISK CATEGORY
115 MPHBASIC WIND SPEED (3-SEC GUST)

WIND
 

1.1Ct
1.0I
1.0Ce
18 PSFPs
30 PSFPg

ROOF SNOW LOAD
 

10 PSFUNINHABITABLE ATTIC
20 PSFROOF
40 PSFSTAIRS
30 PSFSLEEPING ROOMS

LIVE LOADS
 

FRAMING IS AS FOLLOWS:
THE MINIMUM DESIGN SUPERIMPOSED LOADS FOR ALL NEW A.

 
DESIGN LIVE LOADS
 

INTERNATIONAL BUILDING CODE/2015.
ALL CONSTRUCTION SHALL CONFORM TO THE PROVISIONS OF THE A.

 
CODE
 
GENERAL NOTES
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7/16/20

SCALE: 1/4"=1'-0"

1 SECOND FLOOR FRAMING PLAN

3

S1

S1

NORTH

3

REMOVAL

EXTENT OF WALL

 4

AND FRAME.

NEW 3'-0" DOOR

2-2X6

 

5

S1
OPEN

1 3/4"X7 1/4" LVL

WALL

EXISTING STUD 

JOIST

EXISTING 3"X6"

2-1 3/4"X7 1/4" LVL

 

2 

EXISTING SHORING.
REMOVE THE EXISTING WALLS IDENTIFIED IN PLAN AND THE 4.

 
JOIST UNLESS SHOWN OTHERWISE IN PLAN.
PROVIDE NEW 1 3/4"X7 1/4" LVL EACH SIDE OF EXISTING FLOOR3.

 
2-#10X5" LONG WOOD SCREWS AT EACH EXISTING STUD.
ANCHOR EXISTING WOOD JOIST TO THE EXISTING STUD WALL WITH2.

JACK THE EXISTING FLOOR TO THE ORIGINAL ELEVATION.1.

SCALE: 1/4"=1'-0"

2 ROOF FRAMING PLAN

3

3

1'-8" TYP.

JOIST (TYP.)

2X6 CEILING

 

S1

S1

NORTH

2X6 AT RIDGE

2
-
2

X
4
 
R

A
F
T
E

R

T
Y
P
IC

A
L

1 2

2'-4"

2X4'S AT 16" ON CENTER UNLESS NOTED OTHERWISE.
UNLESS NOTED OTHERWISE.  EXTERIOR STUD WALLS SHALL BE
INTERIOR STUD WALLS SHALL BE 2X4'S AT 16" ON CENTER 3.

 
32/16 PLYWOOD.
THE NEW ROOF DECK SHALL BE APA RATED EXPOSURE 1, 19/32" 2.

 
SECOND FLOOR.
REMOVE THE EXISTING ROOF TO THE TOP OF THE EXISTING1.

WALL (TYP.)
NEW KNEE 

2X4

2X4

EXISTING DORMER AT 614.

AND ARRANGEMENT OF 

SHALL MATCH MEMBER SIZES

NEW DORMER CONSTRUCTION

SCALE: 1/2"=1'-0"

3 SECTION

NEW LVL

S1

EXISTING FLOOR JOIST

 

4

S1

(TYPICAL)

4-16D NAILS

ROOFING

PROVIDE NEW 

1

1

FLOOR JOIST

TOP OF EXISTING 

8
" 

M
IN
.

FINISHED FLOOR

TOP OF FUTURE

AND 2" HOOK (TYP.).

BOLT WITH 15" EMB.

1/2" DIAMETER ANCHOR
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